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DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA

Conduit/Tray No: | 2T41 \ Reference: | E-805 to E-810, E-823A, E-829A
Size: | 305 \ Type: | 152 mm siderail solid bottom tray
From: | Hinge BE To: | Hinge CE
. . . | Installed in Skyway contract. All cables
Total Fill (mm2).’ 7684.86 ‘ Remarks: are existing except 72 and 12 Fiber.
Allowable Fill (mm2):| 19354.80 \
Description of Changes:’

Included Cable No. Conductor Type Area (mm2)
2473-14 jsgc}gg_'i_r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-15 JﬁcheCI-'[r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
247316 J;SgCIEg-'i_r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-17 ?ggﬁéﬁr #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-18 jsgclfg-li-r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-23 ?ggﬁéﬁr #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2475-4 72 Fiber, single mode fiber optic riser cable 323.65
2475-4E 12 Fiber, single mode fiber optic cable 30.19
2475-4F1 12 Fiber, single mode fiber optic cable 30.19
2475-4F2 12 Fiber, single mode fiber optic cable 30.19
2475-4G 12 Fiber, single mode fiber optic cable 30.19
2475-4H 12 Fiber, single mode fiber optic cable 30.19
Conduit/Tray No:] 2T42 \ Reference:] E-810 +o E-814, E-829A, E-833A

Size:’ 305 ‘ Type:’ 152 mm siderail solid bottom +tray
From:’ Hinge CE To:’ Hinge DE
s . . [ Installed in Skyway contract. All cables
Total Fill (mm2).’ 6422.77 ‘ Remarks: are existing except 72 and 12 Fiber.
Allowable Fill (mm2): | 19354.80 \
Description of Chqnges:’

Included Cable No. Conductor Type Area (mm2)
2473-18 fgclgg_'i_r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-19 ?gcﬁg_;r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-20 J‘:igclgg_'i_r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-21 ?c(l)clgg-li-r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2473-22 J{)gc}gg_'i_r #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
2475-4 72 Fiber, single mode fiber optic riser cable 323.65
2475-41 12 Fiber, single mode fiber optic cable 30.19
2475-4J 12 Fiber, single mode fiber optic cable 30.19
2475-4K 12 Fiber, single mode fiber optic cable 30.19
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From
Total Fill (mm2)

Allowable Fill (mm2)

Included Cable No.

Conduit/Tray No:

Size:

Description of Changes:

Reference: | E-815, E-816 \

Type: | 152 mm siderail solid bottom tray \

|

To: | Hinge EE Girder Interface \

|

|

] 2743 \

] 305 \
Hinge DE
1879.20 \ Remarks:
19354.80 \

Installed in Skyway contract. All cables
are existing except 72 and 12 Fiber.

|

Conductor Type

Area (mm2)

50 pair #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC

2473-22 Tacket 1201.71
2475-4 72 Fiber, single mode fiber optic riser cable 323.65
2475-4L 12 Fiber, single mode fiber optic cable 30.19

Included Cable No.

Conduit/Tray No:
Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):

Description of Changes:

Type:‘ RGS-PVC coated conduit ‘

To: | Controller Cabinet #TOS-09WA \

Installed in Skyway contfract.

] 4012 \ Reference: | E-638
| a1 |

| PB-2B

[ 30.19 \ Remarks:

| 702.80

|

Conductor Type

Area (mm2)

1475-4A

12 Fiber, single mode fiber optic cable

30.19

Pull Rope

Soft-Fiber Polyester

0.00

Conduit/Tray No: | 4032 \ Reference: | E-639 \
Size: | 41 \ Type: | RGS-PVC coated conduit \
From: | PB-2B To: | Controller Cabinet #TOS-10WA
Total Fill (mm2): | 30.19 \ Remarks: | Installed Tn Skyway contract.
Allowable Fill (mm2): | 702.80 \ R
Description of Chonges:’ $
s
< <
Included Cable No. Conductor Type Area (mm2) i;
1475-4B 12 Fiber, single mode fiber optic cable 30.19 f:
1
Pull Rope Soft-Fiber Polyester 0.00 g;
=
S9
O
EXISTING
CONDUIT AND TRAY SCHEDULE o
58
>l o
E-1009 [°
2 o
-l O

FOR REDUCED PLANS ORIGINAL
SCALE IS IN MILLIMETERS

o

20 40 60 80

DGN FILE =>04-0120f1_E-1009.dgn
USERNAME =>llorico

CU 04251

‘ EA 0120F1



